
Note: The only Nega�ve Cable 

a�ached to the Main/House Ba�ery 

bank should be the one from the 

“BATTERY SIDE” of the shunt. 

All other Nega�ve Cables including 

Loads, charging and other Ba�ery 

banks/Grounding point are to be con-

nected to the “SYSTEM SIDE” of the 

Shunt. 


